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Process meter
Setting up the handheld process meter to check current and voltage loops in the field.

Instruments covered

Process meter, Pressure transmitter

Power

The meter runs on 4 AA batteries. Fit them the right way round under the battery cover, and replace all

four at once.

Measuring a current loop

1. Switch the meter to mA.

2. Break the loop at a test point and connect the meter in series.

3. Read the loop current on the backlit display. The range is 0-24 mA with a resolution of 0.001 mA.

4. On a 4-20 mA loop, 4 mA is the bottom of the range and 20 mA is the top.

Measuring a voltage

1. Switch the meter to V.

2. Connect the leads across the supply, in parallel.

3. Read the voltage. The range is 0-30 V.

Care

The meter is rated IP67. Wipe it with a damp cloth and keep the battery cover closed. Remove the

batteries before long storage.

Warranty and support

Instruments carry a 12 month warranty against defects in materials and workmanship from the delivery

date. For help, use the Contact page and include the model.
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